61

62

63

64

65

66

67

68

69

70

71

12

73

74

75

76

77

78

79

80

81

82

83

84

85

86

87

88

89

90

L1
vflq FROM SHEET PWR_001 LINE 13
FS'l, 2 AMP TS-X TS-X
L1 — o FS1 " TS6B1 sl‘»:%!) TS6T1 " 62 @ :
Al A
63 63 +
O R
TS-X TS-X
FS—4
. TS6B2 : TS6T2 » 65 @
O@ Al U A2
RESET
FTCR2-1 CR2001
51 QJ_Q—
FTCR1-1 68
1 s
TS-X TS-X
FS-2
y TS6B3 S TS6T3 x 69 @
O@ AL U A2
FT(IZRI3-1
olls TIMING RELAY
TS-X TS-X
FS-3
y TS6B4 O@@ TS6T4 x 71 N @ g
U
FT(|ZR|4-1 0-60 SECONDS
9115
TIMING RELAY CONTACT
L1 PLCReTYT \/\/
"> 73 73 .
9l ls
L1 arlad 74 74 - \[J\
1 s
FT(I3R|2—2 74
101 s
PLC OUTPUT
L1 CRI:1 77 27 @
9l I's L 1
FT(I3R|2—3 77
11117
START START
PUMP 1 PUMP 2
(MCC) (MCC)
X - || > X X 2 || 7 X
FTCR3-2 FTCRA4-2
| | | |
121138 12118
vflq FROM SHEET PWR_002 LINE 91
L1

~

WET WELL NO.2
PUMPS ENABLE
(STOP FLOAT)

FLOAT CONTROL
PILOT LIGHT
PUSH-TO-TEST

WET WELL NO.2
FLOAT CONTROL
(HIGH LEVEL
FLOAT)

WET WELL NO.2
START PUMP 1
(START LEAD
FLOAT)

WET WELL NO.2
START PUMP 2
(START LAG
FLOAT)

SOLID ALARM
LIGHT

FLASHING ALARM
LIGHT

ALARM HORN

91

92

93

94

95

96

97

98

99

100

101

102

103

104

105

106

107

108

109

110

111

112

113

114

115

116

117

118

119

120
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