ADDENDUM NO. 1
January 8, 2020
Residuals Lagoon Modifications

Highway 211 Water Treatment Plant
Brunswick County, NC

The following Addendum items are hereby incorporated into the Contract Documents. Bidder
must acknowledge receipt of the Addendum in the proper place in the Contract Documents/Bid
Form. All other terms, conditions, and description remain the same.

Response to Contractor Questions:

1. What sand grain size is required?
a. 0.80-1.2mm, please see the Changes to Contract Drawings below.

2. Will the cells on the hollow core blocks be filled with mortar?
a. Yes, please see Changes to the Contract Drawings below.

3. Are there any waterproof coating requirements for the masonry?
a. No.

4. Isrebar or wire mesh required?
a. Yes, please see the Changes to the Contract Drawings below.

5. Does the job require any type of bonding? Performance, payment, bid etc.
a. No. Please see Exhibit 1 of the Request for Proposals for more information.

CHANGES TO CONTRACT DRAWINGS

1. REPLACE Sheet C-02 with the attached Sheet C-02

END OF ADDENDUM NO. 1
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@ Dewberry

Dewberry Engineers Inc.

2610 Wyclitf Road, Suite 410
Raleigh, NC 27607

Phone: 919.881.9939
Fax: 919,881.9923
B o . . o S www.dewberry.com
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